UST Complkiance Assistance Checklist

PART I. OWNER/OPERATOR INFORMATION

g — am— a— P—

Note: Records on file of last three voltage and 3 ampemge readings. [’SU 33(11}( 1l

(5297204 83

| 1. Facility Name: _FEDERATED COOP 6. Date of Visit: _5.26.15 7. Marketer: X Non-Marketer:
2, Owner:  Federated Coop 8. Site Arrival/Departure {Time}): 913 / 10:00
3. Operator: 9. Facility Address: 925 South Hwy, 47
5. Contact Person: _Carol Westing Isle MN, 56342
6. UST Site Phone #:  320-532-3865 10: Team Members:  Andrew Boyd/John LeBlanc
PART I, UST SITE INFORMATION
(1. Tank #: I 2 3 4 5 6 7
12. Tank Type: STIP3 STIP3 STIP3 STIP3 STIP3
1 3, Piping Type: W, Stcel W.Steel W, Steel W. Steel W. Sieel
1 4, Size of Tank: 12K 10K 6K 10K 4K
| 5. Tank Contents: Reg. UL Mid UL Prem, UL Diesel 2 Diesel |
6. Install Date: 4/9/1990

7. TTT Date:

" 8. LTT Date:

9: LD (Tank): ATG Gilbarro 350 GMC

- 10: LD (Pipe): ATCG * “

11, Closure Date:

‘ Perm __ Tewmp Perm _ Temp Perm__Tewp - Perm  Temp ~ Perm  Temp - Perm _ Temp  ~ Perm  Temp. -
; 12, Spill: Yes No Yes No __ Yes No_  Yes_ No Yes_No__  Yes_ No__  Yes No
| 13. Overfill: Yesx No_ Yes  No — Yes_ No_  Yes_ No_ Yes_ No__ Yes_ No__  Yes No

Type: Alarm
{14.CP(Tank): ~ Yesx No ~  Yes No ~ ~Yes  No_  Yes No_ ~ Yes__No__ Yes_ No__  Yes No
Date:
Type:  Impressed Current
15.CP (Piping):  Yesx No_ Yes No  Yes_No_ _ Yes No__ Yes_ No__ Yes_ No__  Yes No__
Date; - 10/23/14
Type: Impressed Current

 16. CP Monitoring: [For all cathodic protection systems (Galvanic Anodes and Impressed Cugrent Systemsi]

6 Mo./3 Yrs:  Yes x No_ Yes X No Yes X No Yes. ¥ No  Yes X No__ Yes _ No__  Yes . No
Note: Monitoring conducted within six month of installation and three years rs after initial m mammmng {280, 31(b)(1)]

Six Months:  ves No  Yes No Yes Mo 0 Yes.  No_.  Yes __ MNo__ - Yes__ Mo Yes . No
Note: Monitoring conducted within six month of amy rcpmrs 0 UST system. [280.33(e}]

Records: Yes X No. — Yes. X No Yes X No ~~ Yes X No - -~ Yes X MNo__ Yes  MNo Yes Noo -
Note: Records on file of last two m momwnng resulls. [“’80 32y

1 17. CP Monitoring: [For Impressed Current Systems Only)

60 Day Insp.. “Yes No. Yes No_~ Yes __ No Yes No -~ Yes Mo__ - Yes __ No__ Yes__ No
Note; System is mspec!ed ever 60 days, invalvers reading amd mcardmg systcms voltagx and ampcragc [’80 k(Y]]

Records: Yes No Yes No_ Yes _ No Yes No Yex No Yes Ne Yes  No
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UST Compliance Assistance Checklist

PART HI. RECOMMENDATION(S) & NARRATIVE COMMENTS

u I. Facility to provide info. on compliance;  Yes No 2. Follow-up visit recommended Yes No X

MNotes: Notes:

| 3. Financial Responsibility (FR): Yes X No _Expiration Date:

i 4. Inspector's Remarks:

Found | months passing release Detection on Tanks and Lines

Alarm was on: Low Product
Invoice onsite for Annual CP&Leak detector Conducted 10/23/2014
" P Passed 8/7/2013 which still satisfies Federal Regs,

Carol is checking and recording Rectifier readings.

Checked rectifier-16v/6Amps

5. Additional Remarks/Comments:

Premium spill bucket is damaged- Suggested it should be replaced

4 and 5 product in spill buckets. Suggest they should be cleaned out.

" Inspector Signature Date
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MONTHLLY RECTIFIER READING

DATE |ON/OFF |VOLTS |AMPS [READ BY
£2-/a 1 on /6. o ¥, 0 B - flree iprern= on
L)t Vow (2.0 | 4o |cw
2-294sd oN dJto |ds |ow
D213 on 1. o L g5~ | 0w
N=B27a] oy o | Yo I o)
/R-31-/3] ON /oo ) 4o )
/2 29-/3] oN (7.0 | 30 0 Lo

A8 -/3 ON }7.00 | 3.6 ¢
F-48/3) oV 17.20 } 3,5~ )
H_3043 | OM [pooe |4 5 2%
&=29731 oN lg.50 5.0 d
a-yiajl ON _11¢.5018.5 &)
yEa =V AW o)
- 30/3 ON .00 b dLJ
7-3e—/3 o) /.20 L Ce)
-3 3 lGboo] & cul )
=78 ON | Jebol 5.0 2 L
-3 o ib.ool 4o | eco
304 f o0 | 1Gosl 30| 0.
22844 opl | o od S o | o)
3-3-Y) oN Jlb.sp]R G ey
Y-30-14 ] & 1G@oo)] 5 o (e
529/ | O A /6 .00 § L & >,
6304 o) |/t ool o5 | o
1-31-14 oN~ |lC. 00 | (.5 C e
4-26~¢ oN  |L.0oo [I1& f;fj
/Ziif:i :‘/ “on /164; ?ga (2,705 Ced
/1-88&M N oo 4., @ o
/8-30~14y 6N J(.s0 [ & 1o

EPA-R5-2018-000306_0000367



MONTHLLY RECTIFIER READING
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